




Step C: Set up the Export Power Limit

1)Press ‘Up’ or ‘Down’ to find the ‘Export Limit’ and Press ‘Enter’ 
to get inside

2)Press ‘Up’ or ‘Down’ to find the ‘Soft Limit’ and Press ‘Enter’ 
to get inside

3)Select the ‘Mode’ and press ‘Enter’ to go inside. Change the status 
to ‘On’
4)Press ‘Up’ or ‘Down’ to find the ‘Value’ to set up the power export 
limit
5)Press ‘Enter’ to move the cursor, and press ‘‘Up’ or 
‘Down’ to change numbers
6)Press ‘Enter’ to save the setting. After the limit has 
been set up successfully, the main menu will display 
‘Lim by CT’

2. Notice for CT installation

1)CT should be installed on the live line between the Main switch and the Utility Grid
2)The arrow mark on the CT should be toward the direction of the Utility Grid

NOTE: Use the Soft Limit instead of the Hard Limit which may result in inverter 
turning-off if the Hard Limit is reached, unless otherwise specified by local Grid 
company.  
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